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NO. 9 WIRE HUNG FROM
DECK AT 4'-0" OC MAX

1/4" EYE BOLT

LOCK NUT

1/4" DIAMETER WASHER

THREADED SHANK

CEILING

IVT OR CCT

BOTTOM OF DECK

BOTTOM OF DECK

STEEL STUD KICKERS @ 4'-0" 0C
TO STRUCT ABOVE - MATCH
STUD SIZE OF VERTICAL STUDS

CEILING

2X2X20 GA; TYP.

IF WIDTH<4'-0", USE 4" STL
STUDS
IF WIDTH IS BETWEEN 4'-0" AND
8'-0" USE 6" STL STUDS
IF WIDTH > 8'-0" SUSPEND GYP
BD CLNG FROM STRUCTURE
PER DETAIL E6 / THIS SHEET

5/8" GYP BD

STEEL STUDS @ 24" O.C.
STUD SIZE CHART:

4" STEEL STUDS AT
24" OC

4" STEEL STUD
KICKERS AT 4'-0" OC
MAX

1 1/2" CARRYING
CHANNELS AT 4'-0" OC

7/8" FURRING
CHANNEL AT 24" OC

HANGER WIRE AT 4'-0"
OC MAX

CEILING

BOTTOM OF DECK

FACE OF PARTITION OR OTHER
CONSTRUCTION

INT TRIM AT ABUTTING
DISSIMILAR MATERIAL WITH
7/8" WIDE SEALANT JOINT

5/8" GYP BD

5/8" GYP BD

CEILING

STEEL STUDS @ 24" OC
STUD SIZE CHART:

IF WIDTH < 4'-0" USE 4" STL
STUDS
IF WIDTH IS BETWEEN 4'-0"
AND 8'-0" USE 6" STL STUDS
IF WIDTH >8'-0" SUSPEND
GYP BD CEILING FROM
STRUCTURE PER DETAIL
E6 THIS SHEET

BOTTOM OF DECK

FACE OF PARTITION OR OTHER
CONSTRUCTION

2x2x20 GA

INT TRIM AT ABUTTING
DISSIMILAR MATERIAL WITH
3/8" WIDE SEALANT JOINT

BOTTOM OF DECK

4" STEEL STUDS @ 24" 0C

4" STEEL STUD KICKERS @ 4'-0"
0C TO STRUCT ABOVE

CEILING

5/8" GYP
BD

FACE OF PARTITION OR
OTHER CONSTRUCTION

INT TRIM AT ABUTTING
DISSIMILAR MAT. WITH 3/8" WIDE
SEALANT JOINT

3/4" FRTP

1
" 

U
N

O

8" UNO

BOTTOM OF DECK

4" STEEL STUD
KICKERS @ 4'-0" 0C

CEILING

5/8" GYP BD

4" STEEL STUDS AT 24" OC

CARRYING CHANNEL

FURRING CHANNEL

ATTACHMENT; TYPHANGER; TYP

GYPSUM BOARD BACKING
STRIP

FURRING CHANNELS; TYP

STAGGER CARRYING
CHANNELS AT CJ. DO
NOT BRIDGE CJ. WITH
ATTACHMENTS OR
HANGERS

ATTACHMENT; TYP

HANGER; TYP

GYP BDCONTROL JOINT

SECTION

PLAN

2 3/4"

1/2"

6"6"
1/8"=1'-0"

PLAN - CEILING SUSPENSION DIAGRAM AND SEISMIC CRITERIA

B5

A9.40

SUSPENDED CEILING GENERAL NOTES:

(IBC-2009 C-D/E/F, CISCA-3/4)

B6

A9.40

MAIN BEAM

CROSS-TEE

SEISMIC
STABILIZER BAR

HANGER WIRE

PERIMETER
HANGER WIRE

SEISMIC
RETAINING CLIP

LATERAL
FORCE BRACING

LEGEND:

1.  HANGER WIRES: 4'-0" OC EACH WAY (MAX); NOT MORE THAN 6:1 OUT OF PLUMB UNLESS COUNTER
     SLOPING WIRES PROVIDED.
2.  PARTITION ATTACHMENT: CEILING SYSTEM MAY NOT BE USED TO SUPPORT WALLS OR PARTITIONS.
3.  PERIMETER CLOSURE: EDGE MOLDING, 7/8" WIDE (MIN), UNLESS OTHERWISE SCHEDULED.
4.  SEISMIC DESIGN CRITERIA: COMPLY WITH IBC-2009, SECTION 1621 (SEISMIC DESIGN CATEGORY-D/E/F) AND
     CISCA - RECOMMENDATIONS FOR DIRECT-HUNG ACOUSTICAL TILE AND LAY-IN PANEL CEILINGS (SEISMIC
     ZONES 3-4).  NOTE THAT THE FOLLOWING DOES NOT APPLY TO CEILING AREAS OF 144 SF OR LESS
     SURROUNDED BY PARTITIONS THAT CONNECT DIRECTLY TO THE STRUCTURE ABOVE.
A.  PERIMETER CLOSURE CLEARANCE: 1/2" CLEARANCE BETWEEN END OF GRID AND ADJOINING
     CONSTRUCTION ON 2-SIDES; END OF GRID TIGHT TO ADJOINING CONSTRUCTION ON THE OTHER 2-SIDES.
B.  PERIMETER SUPPORT:  PROVIDE PERIMETER HANGER WIRES AT ENDS OF MAIN BEAMS AND CROSS-
     TEES AT 8" (MAX) FROM EACH WALL OR CHANGE IN PLANE.
C.  PERIMETER SPACERS: PROVIDE SLOTTED RETAINING CLIP AT ENDS OF MAIN BEAMS AND CROSS-TEES.
     ANCHOR CLIP TO ADJOINING CONSTRUCTION ON EACH SIDE; ANCHOR CLIP TO BEAMS AND TEES ON 2-
     SIDES (ATTACHED SIDE).
D.  LATERAL FORCE BRACING: PROVIDE SPLAY WIRE BRACING CLUSTERS OF 4-WIRES ATTACHED TO MAIN
     BEAM WITHIN 2" OF CROSS-TEE INTERSECTION. WIRES ARRAYED AT 90-DEG FROM EACH OTHER AND AT
     ANGLE NOT GREATER THAN 45-DEG FROM PLANE OF CEILING. PROVIDE SEISMIC STRUT ATTACHED MAIN
     BEAMS AND STRUCTURE ABOVE AT EACH LATERAL FORCE BRACING LOCATION. RIGID BRACING AND
     SEISMIC STRUT MAY BE USED IN LIEU OF SPLAY WIRES AND SEISMIC STRUT. CONTINUOUS CEILING
     AREA NOT TO EXCEED 2,500SF. LATERAL FORCE BRACING IS NOT REQUIRED AT CEILING AREAS LESS
     THAN 1,000 SF.
E.  PENETRATIONS: CEILING PENETRATIONS (COLUMNS, WALLS, SPRINKLERS, ETC.) AND INDEPENDENTLY
     SUPPORTED FIXTURES OR SERVICES ARE TO BE TREATED AS PERIMETER CLOSURES AND SHALL
     MAINTAIN CLEARANCE AT END OF GRID WITH SUITABLE ESCUTCHEONS OR CLOSURES. EXCEPT WHEN
     RIGID BRACING AND SEISMIC STRUTS ARE USED, PROVIDE SPRINKLER HEADS AND OTHER
     PENETRATIONS WITH 2" OVER-SIZE ESCUTCHEON, SLEEVE, OR ADAPTER THROUGH THE CEILING PANEL
     TO ALLOW 1" FREE MOVEMENT IN ALL HORIZONTAL DIRECTIONS.
F.  FIXTURES AND SERVICES: REFER TO MEP/FP DOCUMENTS AND CISCA REQUIREMENTS FOR SUPPORT
     OF LIGHT FIXTURES AND OTHER SERVICES WITHIN THE CEILING.

B7

A9.40

ATTACHED SIDE

UNATTACHED SIDE

A
T

T
A

C
H

E
D

 S
ID

E

U
N

A
T

T
A

C
H

E
D

 S
ID

E

TYP

TYP

8" MAX (TYP)

(TYP)

A1

90°

90°

45°

45°

45°45°

2"
2"

E

S

W

N

SEISMIC STRUT - ANCHOR TO MAIN BEAM
AND STRUCTURE ABOVE (SHOWN DASHED)

SPLICES AND INTERSECTIONS SHALL BE
MECHANICALLY INTERLOCKING

(4) DIAGONAL SPLAY WIRES

MAIN BEAM

CROSS TEE

 (IBC-2009 D/E/F, CISCA-3/4)

GRID END TIGHT
TO ADJOINING
CONSTRUCTION

SEISMIC SLOTTED
RETAINING CLIP.
FASTEN TO
ADJOINING
CONSTRUCTION
AND MAIN BEAM
OR CROSS-TEE

REFER TO B5/A9.30 FOR TYPICAL NOTES AND DIMENSIONS

 (IBC-2009 D/E/F, CISCA-3/4)3"=1'-0"

ISOMETRIC - ATTACHED SIDE
C2

MAIN BEAM
OR CROSS-TEE

SEISMIC SLOTTED RETAINING
CLIP. FASTEN TO
ADJOINING
CONSTRUCTION

1/4" CLR MIN

EDGE MOLDING

8" MAX

1 MAX

6

 (IBC-2009 D/E/F, CISCA-3/4)

PERIMETER HANGER WIRE

MAIN BEAM
OR CROSS-TEE

1/2" CLR MIN

EDGE MOLDING

8" MAX

1 MAX

3"=1'-0"

ISOMETRIC - UNATTACHED SIDE
C1

BOTTOM OF DECK

STEEL STUD KICKERS @ 4'-0" 0C
TO STRUCT ABOVE - MATCH
STUD SIZE OF VERTICAL STUDS

EXISTING CEILING TO
REMAIN

5/8" GYP BD

2X2X20 GA; TYP.

IF WIDTH<4'-0", USE 4" STL
STUDS
IF WIDTH IS BETWEEN 4'-0" AND
8'-0" USE 6" STL STUDS
IF WIDTH > 8'-0" SUSPEND GYP
BD CLNG FROM STRUCTURE
PER DETAIL E6 / THIS SHEET

STUD SIZE CHART:

STEEL STUDS @ 16" O.C.

CEILING

4" STEEL STUDS AT
24" OC

4" STEEL STUD
KICKERS AT 4'-0" OC
MAX

1 1/2" CARRYING
CHANNELS AT 4'-0" OC

7/8" FURRING
CHANNEL AT 24" OC

HANGER WIRE AT 4'-0"
OC MAX

EXISTING
CEILING TO
REMAIN

BOTTOM OF DECK

FACE OF PARTITION OR OTHER
CONSTRUCTION

INT TRIM AT ABUTTING DISSIMILAR
MATERIAL WITH 7/8" WIDE
SEALANT JOINT

GYP BD

SEE PLAN FOR LOCATION

4
" 

M
IN

BOTTOM OF DECK

FACE OF CONC BEAM

CEILING

1 5/8" STEEL STUDS
@ 24" OC

5/8" GYP BD

4" STEEL STUDS @
24" OC

2x2x20 GA
CLIP ANGLE @ EACH
STUD TO CONC BEAM

MANUFACTURER'S PROFILE FOR
CEILING PANEL EGDE

FINISH CEILING

CEILING-RECESSED PATIENT
LIFT TRACK

1

MANUFACTURER'S CEILING
BRACKET AND SUPPORT
SYSTEM TO BEAMS

1

NOTE: PATIENT LIFTS/TRACKS SHALL BE SUPPORTED ONLY FROM
THE STEEL BEAMS ABOVE THE CEILING AND SHALL NOT BE
SUPPORTED FROM THE ROOF DECK

2

2

UPTURNED PANEL,
TYPICAL AT ENDS

LINEAR CARRIER @ 2'-0" OC

LINEAR PLANK, TYP.

LINEAR FLEECE

ANGLE TO CONCEAL
EXPANSION AND
CONTRACTION BY
INSTALLER

FACTORY APPLIED
LINEAR CLIP

INVERTED GRID TO SUPPORT
FIXTURE AND SECURE TO
STUD TRACK

5/8" GYP BD

4" STEEL STUDS AT 24" OC

4" STEEL STUD KICKERS AT 4'-0" OC MAX

5
 1

/4
"

LIGHT FIXTURE, SEE ELEC

DETERMINED BY CEILING PLANK LAYOUT

7'-7" +/-

EXTEND GYP TO DECK AT
WOOD CEILING

X

AXIOM PERIMETER TRIM

CEILING

5/8" GYP BD

4" STEEL STUD KICKERS
AT 4'-0" OC MAX

CEILING PANEL SYSTEM

AXIOM PERIMETER
TRIM

CEILING

5/8" GYP BD

4" STEEL STUDS AT 24" OC

1/2" MDF
PAINTED WHITE

WD BLOCKING

4'-0"

COVE LIGHTING
SEE ELEC

X

EXTEND GYP TO DECK

1'-0"

LIGHT FIXTURE BEYOND

7
"

X.1

DUCTWORK, SEE
MECHANICAL

3 LAYERS 5/8" TYPE X GYP BD

2 LAYERS 5/8" TYPE X
GYP BD

1" SHAFT LINER PANEL

16 GA J-RUNNERS16 GA J-RUNNERS

UNDERSIDE OF  DECK

SEALANT

SEALANT

BOTTOM OF DECK

4" STL STUDS AT 24" OC

3/4" FRTP BLOCKING AS
REQUIRED BY RECESSED
PROJECTION SCREEN MFR

4" STL STUD KICKERS
AT 4-0" OC

FACE OF PARTN - WHERE
OCCURS

RECESSED PROJECTION
SCREEN; VV

CEILING 1'-0" UNO

EXPANSION JOINT COVER

FACE OF PARTITION

FINISH CEILING

EXPANSION JOINT WIDTH

CEILING GRID TEE

CEILING GRID WALL
ANGLE

HANGER WIRE

EXPANSION JOINT COVER

FINISH CEILING

FACE OF PARTITION

EXPANSION JOINT WIDTH

EXPANSION JOINT COVER

FINISH CEILING

EXPANSION JOINT WIDTH

CEILING GRID TEE

HANGER WIRE

EXPANSION JOINT COVER

FINISH CEILING

EXPANSION JOINT WIDTH

CONSTRUCTION DOCUMENTS

FULLY SPRINKLERED

Drawing Title

DIRECTOR OF
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Project Title

Location
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Building Number

Project Number

Drawing Number
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CEILING DETAILS
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 6" = 1'-0"
B6

SECTION - TYPICAL CCT

 1 1/2" = 1'-0"
E5

SECTION - TYPICAL WIDE BULKHEAD
 1 1/2" = 1'-0"

E6
SECTION - TYPICAL LARGE AREA SOFFIT / CEILING

 1 1/2" = 1'-0"
E7

SECTION - TYPICAL WALL SOFFIT

 1 1/2" = 1'-0"
C6

SECTION - TYPICAL DRAPERY POCKET
 1 1/2" = 1'-0"

C7
SECTION - TYPICAL BULKHEAD

 1 1/2" = 1'-0"
B9

SECTION - TYPICAL GYP BD CONTROL JOINT

 1 1/2" = 1'-0"
C3

ISOMETRIC LATERAL FORCE BRACING

 1 1/2" = 1'-0"
F5

SECTION - TYP WIDE BULKHEAD W/ EXIST CLG
 1 1/2" = 1'-0"

F6
SECTION - TYP LARGE AREA SOFFIT / CLG W/ EXIST CLG

 1 1/2" = 1'-0"
F7

SECTION @ BEAM

 3" = 1'-0"
B8

SECTION - MEDICAL EQUIPMENT SUPPORT

 1 1/2" = 1'-0"
F1

WOOD CEILING DETAIL

 1 1/2" = 1'-0"
E1

NURSE STATION SOFFIT DETAIL

 1" = 1'-0"
C4

SECTION AT RATED CEILING

 1 1/2" = 1'-0"
E4

SECTION - RECESSED PROJECTION SCREEN

 3" = 1'-0"
B4

TYPICAL LAY-IN CEILING TO WALL EXPANSION JOINT COVER

 3" = 1'-0"
A8

TYPICAL GYP BD CEILING TO WALL EXPANSION JOINT DETAIL
 3" = 1'-0"

A4
TYPICAL LAY-IN CEILING EXPANSION JOINT COVER

 3" = 1'-0"
A6

TYPICAL GYP BD CEILING EXPANSION JOINT DETAIL

No. Date Revisions

1 1/14/15 Amendment #4

2 2/9/15 Amendment #6


